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TX0084425 12258-001 Beechnut MUD Beechnut MUD WWTP Ok On Grid Yes OKT No Yes OKC No

TX0056952 11461-001 Bissonnet MUD Bissonnet MUD WWTP Ok On Grid Yes OKT No Yes OKC No

TX0046841 11410-002 Charterwood MUD Chartwood MUD WWTP Minor On Grid Yes OKT No Yes OKC No

TX0056057 10420-001 City of Hillcrest Village City of Hillcrest Village WWTP Ok On Grid Yes OKT No Yes OKC No

TX0055166 11239-001 CNP Utility District CNP UD WWTP Major On Grid No

UV Damaged; currently have

temporary bleach system in use; no 

dechlorination at this time.

POP

NOTD No Yes OKC No

TX0099856 13245-001 Grand Lakes MUD 4 Grand Lakes Regional WWTP Major Unknown Unknown Inaccessible Unknown Unknown Unknown Not accessible Not Accessible System is underwater

TX0123749 14231-001 Grand Mission MUD 1 Grand Mission MUD 1 WWTP Minor On Grid Yes OKT No Yes OKC No No

TX0020800 11061-001 Greenwood Utility District Greenwood UD WWTP Major Offline No

Flooded; generator has to be 

dried out before use

NonOP

NOTND

Unknown - nothing is 

overflowing the weir. There is a 

bypass line that the the flow 

will go to from the offsite lift 

stations which leads into a 

detention pond which then 

goes into the bayou. Partial- 

2 offsite lift stations 

are operational. The 

subscriber District Parkway 

has seven lift stations that we 

do not have complete status 

updates on. NOCNSSO System is underwater

TX0079537 12128-001 Horsepen Bayou MUD William H. Porter WWTP Major On Grid Unknown Inaccessible - got there by boat

NonOP

NOTD

Yes - all four blowers continued 

to run pumping creek water 

thru the plant. Once we arrived 

we shut off two of the pumps. Yes

Parts of the system are under

water however all lift stations 

are ok. OKC System is underwater

TX0105996 13526-001 Kings Manor MUD Kings Manor MUD WWTP Ok On Grid Yes OKT No Yes OKC No

TX0023337 10700-001 Oak Manor MUD Oak Manor WWTP Ok On Grid Yes OKT No Yes OKC No

TX0129178 14756-001 Sedona Lakes MUD 1 Sedona Lakes WWTP Ok On Grid Yes OKT No Yes OKC No

TX0132276 14956-001 Weston MUD Weston MUD WWTP Ok On Grid Yes OKT No Yes OKC No

TX0128325 14661-001 Chambers Co ID 1 Chambers Co ID 1 WWTP Ok On Grid Yes OKT No Yes OKC

Yes one at WWTP 

because bar screen was 

filled with grass. Will 

report as soon as the 

information becomes 

availabe.

TX0115894 13775-001 Harris Fort Bend Co MUD 5 Harris-Fort Bend Co MUD 5 WWTP Ok On Grid Yes OKT No Partial

Lift Station 2

is flooded. GPC No

TX0072346 11824-003

NW Harris Co MUD 5 - 

Plant 1 NW Harris Co MUD 5 WWTP No. 1 Ok On Grid Yes OKT No Yes OKC No

TX0128210 11824-002

NW Harris Co MUD 5 - 

Plant 2 NW Harris Co MUD 5 WWTP No. 2 Ok On Grid Yes OKT No Yes OKC No

TX0089621 12499-001 W Harris Co MUD 6 West Harris Co MUD 6 WWTP Ok On Grid Yes OKT No Yes OKC No

TX0078441 12039-001 Galveston Co WCID 12 Galveston Co WCID 12 WWTP Ok On Grid Yes OKT No Yes OKC No

TX0074233 11999-001 Fort Bend Co MUD 023 Fort Bend Co MUD 23 WWTP Minor On Grid Yes Rotor has broken belts OKT No Yes OKC No

TX0078751 12068-001 Fort Bend Co MUD 030 Fort Bend Co MUD 30 WWTP Ok On Grid Yes OKT No Partial

5 Lift Stations

are not accessible GPC Unknown

TX0100137 13228-001 Fort Bend Co MUD 050 - Active

Fort Bend Co MUD 50 

Interim WWTP Ok On Grid Yes OKT No Yes OKC No

TX0129267 14763-001 Fort Bend Co MUD 050 - Inactive NA NA NA NA NA NA NA NA NA NA NA NA NA NA

TX0126675 14520-001 Fort Bend Co MUD 058 Fort Bend Co MUD 58 WWTP Ok On Grid Yes OKT No Yes OKC No

TX0126209 14482-001 Montgomery Co MUD 83 Montgomery Co MUD 83 WWTP Unknown

TX0034428 10558-001 Harris Co WCID 84 Harris Co WCID 84 WWTP Minor On Grid Yes Rotor has broken belts OKT No Yes OKC No

TX0078824 12065-001 Harris Co MUD0 86 Harris Co MUD 86 WWTP Ok On Grid Yes OKT No Yes OKC No

TX0135682 15288-001 Montgomery CO MUD 96 - offline Montgomery Co MUD 96 WWTP

(Bult but not online)

ok NA

TX0052906 11523-001 Harris Co MUD 102 Harris Co MUD 102 WWTP Major Unknown No Disinfection NOTD Unknown Partial 2 lift stations under water OKC Unknown

TX0127400 14586-001 Montgomery County MUD 105 Montgomery Co MUD 105 WWTP Ok On Grid Yes OKT No Yes OKC No

TX0122556 14182-001 Fort Bend Co MUD 122

Lakemont/Fort Bend Co MUD 122

WWTP OK On Grid Yes OKT No Yes OKC No

TX0119873 14134-001 Fort Bend Co MUD 124 Fort Bend Co MUD 124 WWTP OK On Grid Yes OKT No Yes OKC No

TX0118109 14011-001 Fort Bend Co MUD 130 Fort Bend Co MUD 130 WWTP OK On Grid Yes OKT No Yes OKC No

TX0126624 14514-001 Fort Bend Co MUD 133

Lakes of Bella Terra/Fort Bend Co

MUD 133 WWTP OK On Grid Yes OKT No Yes OKC No

TX0134856 15157-001 Toll Bros., Inc.

Montgomery County MUD 137 

offline

Build but not online

ok NA

TX0074896 11906-001 Harris Co MUD 157 Harris Co MUD 157 WWTP Ok On Grid Yes OKT No Yes OKC No

TX0135747 15295-001 Dry Creek (Houston) ASLI VII, LLC Fort Bend Co MUD 184 WWTP- offline

TX0095451 12928-001 Harris Co MUD 285 -1 Harris Co MUD 285 WWTP Ok GT Yes OKT No Yes OKC No

TX0092991 12716-001 Harris Co MUD 285-2 Harris Co MUD 285 No. 2 WWTP Ok GT Yes OKT No Yes OKC No

TX0113107 13753-001 Harris Co MUD 360 Harris Co MUD 360 WWTP Ok On Grid Yes OKT No Yes OKC No

TX0124907 14347-001 Harris Co MUD 387 Harris Co MUD 387 WWTP Minor On Grid No

Blowers full

of water; Main disconnect fuses 

and transfer switches submerged. 

Cl2 leack detection sensors 

submerged. OKT No Partial Some lift station issues GPC Unknown

TX0136484 15394-001 Harris Co MUD 438 - offline Harris Co MUD 438 WWTP

Partial build not

online NA

TX0135143 15222-001 Harris Co MUD 495 Harris Co MUD 495 WWTP Ok On Grid Yes OKT No Yes GC No

TX0135925 15312-001 Harris Co MUD 542 - offline Harris Co MUD 542 WWTP

Partial build not

online NA

Key

OKT - no problems at WWTP

OKC - No problems in collection system

GT - WWTP on generator

OpGen - WWTP/CS fully operational & on generator or bypass pumps

Pop - WWTP/CS partially operational

NonOP- Not Operational

GC - Collection on generator

GPTD - WWTP Partially operational

GPC - CS partially operational



NOTD- WWTP non op, no disinfection

NOTND- WWTP non Op, no discharge

NOCSSO - CS non op, SSO occurring

NOCNSSO - CS No Op, no SSO
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